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KING CITY
BUILDING DEPARTMENT
INFORMATIONAL HANDOUT #28

FURNACE [FAU] DETAILS
(California Mechanical Code Sections 305 and 309)

LIGHT & ELECTRIC OUTLET
/ FLOOR JOISTS / LIGHT SWITCH / PER NEC REQUIREMENTS
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WARM AIR FURNACE
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MIN. 30 IN. x 30 IN.

(762 mm x 762 mm)

ACCESS WITHIN
20 FT. (6096 mm)
OF FURNACE
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3 IN. (76 mm) MIN. 12 IN. (305 mm)
CLEARANCE REQUIRED IN
FLOODPLAIN AREAS

HORIZONTAL FURNACE ON A SLAB

LIGHT & ELECTRIC OUTLET
/ FLOOR JOISTS / PER NEC REQUIREMENTS
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ACCESS PANEL
SUSPENDED
o WARM AIR
LIGHT - FURNACE
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MIN. 30 IN. x 30 IN. 6 IN. (153 mm) MIN.

(762 mm x 762 mm) 12 IN. (305 mm) CLEARANCE
ACCESS WITHIN REQUIRED IN FLOODPLAIN
20 FT. (6096 mm) OF AREAS

FURNACE

HORIZONTAL FURNACE SUSPENDED FROM FLOOR JOISTS
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